To enter the configuration mode with the instrument in normal display mode; hold the menu pushbutton for 5 seconds.
To select the rM (smart limits) run time parameter group, depress the MENU pushbutton for more than 8 seconds. The lower display will show all the available Events. Events 2 to 4 and 10 to 19. For Break event 2 to 4 and for Break event 10 to 19 the instrument will show, on the lower display, the respective Break event number and it will be possible to enable or disable the event for the segment. For all the other segments of the selected program (max 99), the instrument will display the segment and event number and allow the event to be enabled or disabled for the segment.

For Timer event 1 steps 2 to 5 the instrument will show, on the lower display, the step number. For all the other Timer events (from 2 to 4 and from 10 to 19), the instrument will show, on the lower display, the Timer event number.

For PID group 2 to 5 the instrument will show, on the lower display, the PID group number.

For Tracking group 2 to 10 the instrument will show, on the lower display, the Tracking group number.

NOTE 1: The lower display will show all the available Events. Events 2 to 4 and 10 to 19.

NOTE 2 a) For Break event 2 to 4 and for Break event 10 to 19, the instrument will show, on the lower display, the respective Break event number and it will be possible to enable or disable the event for the segment.

b) For all the other segments of the selected program (max 99), the instrument will show, on the lower display, the event number and allow the event to be enabled or disabled for the segment.

NOTE 3 a) For Timer event 1 steps 2 to 5 the instrument will show, on the lower display, the step number.

b) For all the other Timer events (from 2 to 4 and from 10 to 19), the instrument will show, on the lower display, the Timer event number.

c) For P3E group 2 to 5 the instrument will show, on the lower display, the PID group number.

d) For Tracking group 2 to 10 the instrument will show, on the lower display, the Tracking group number.

NOTE 4: Use the MENU pushbutton for horizontal scrolling. Use the PAG pushbutton for vertical scrolling. Use the MENU pushbutton for going back to the previous display.